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Complete the system

1. Install other TraceTek components (such as Modular Branching 
Connectors, Weighted Lengths, and Modular Jumper Cables) as 
called for in the system layout. Complete the sensing circuit.
Note: All components of the system have male or female metal 
connectors or both. The male connectors are oriented toward the 
instrument panel. As new sections of cable are added to the main leg 
or branch, each newly added section should end with an open female 
connector. The end of each branch or main leg is terminated with a 
male end termination.

2.	 Test	the	sensing	circuit	(or	portions	of	it)	to	confirm	that	the	
sensing cable is clean and intact. Follow the Sensing Cable 
Test Procedure.

3. Locate the unlabeled heat shrink tubing segment (delivered along 
with the TT500X-HUV connectorized cable, or as part of the 
TT5000–HUV–CK–MC–M/F connector kit.) Install the heat shrink 
tube as environmental seal over all mated male/female (pin/socket) 
connections.

• Center the unlabeled shrink tube over the pin/socket connection. 
Heat shrink the tube over the connection, beginning in the center 
and shrinking towards the ends until the tube fully conforms 
to	the	shape	of	the	connection	and	adhesive	flows	from	each	
end of the tube.

• Avoid overheating the thin wall unlabeled shrink tubing. The thin 
wall tubing requires less heat than the SCT cable shrink tubing.

• Let the entire connector area cool before handling the cable.

Note: Do not leave connector open to environment. If the connector 
becomes wet or contaminated, it will need to be replaced.
Note: When arranging any TT500X-HUV cables do not use a bend 
radius less than 2 in. (51 mm).
Note: If a heat-shrinkable tube must be removed (for example, for 
cable testing), refer to Oversleeve Removal Instructions (H54258).
4. 		Connect	the	sensing	circuit	to	the	TraceTek	alarm	module	

and activate the system as soon as is practical. Use the 
alarm	module	to	monitor	for	events	during	the	final	stages	
of construction.

 CAUTION: Burn Hazard. Do not get hot adhesive on 
your bare skin. The hot adhesive will burn your skin.

Take precautions if installation is incomplete  
at end of work day.

At the end of the work day:
• Ensure that there are no exposed connectors. Each sens-

ing cable should be connected to a Modular Leader Cable 
(TT-MLC-MC), Modular End Termination (TT-MET-MC),  
and/or	other	sensing	cables;	check	both	ends	of	the	cable.

• Test and record the condition of installed sensing cable 
following the Sensing Cable Test Procedure.

• If practical, connect the installed sensing cable to the TraceTek 
alarm module. Test the system and put it in operation following 
the alarm module installation instructions.

At the beginning of the next work day:
• Check that the installed sensing cable is clean and 

intact following the Sensing Cable Test Procedure. 
Compare the results with those obtained at the end 
of the previous work day. If necessary, investigate 
and correct problems before proceeding.

FIRE HAZARD. Heat guns and flameless 
heating tools can cause fire or explosion 
in hazardous areas. Be sure there are 
no flammable materials or vapors in the 
area before using these tools. Follow all 
site safety guidelines when working in 
hazardous areas.
Component approvals and performance are 
based on the use of specified parts only.

HEALTH HAZARD. Overheating 
heat-shrinkable tubing will produce 
fumes that	may	cause	irritation.	Use	
adequate ventilation and avoid charring 
or burning.	Consult	MSDS	RAY3122	for	
further information.

CHEMTREC 24-hour emergency telephone:  
(800) 424-9300
Non-emergency health and safety 
information: (800) 545-6258.

WARNING: CAUTION:
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Sensing Cable Test Procedure

Method with nVent RAYCHEM TraceTek Portable Test Box 
(TT-PTB-1000)

1. Ensure the end termination is connected to the sensing cable. 
If checking several lengths of sensing cable in series (a cable 
string), ensure they are all connected.

2. Connect the PTB to the sensing cable(s) using its adapter, 
as illustrated.

3. 	Verify that the sensing cable is intact; follow the operating 
instructions printed inside the lid of the PTB itself. If a cable 
or connection is broken, the PTB illuminates its LED indicating 
“cable break,” and displays a “1” in the leftmost position of its 
LCD display. If the cable string is intact, the PTB measures the 
system length.

•  	If	the	cable	string	is	not	intact,	apply	this	test	procedure	
to segments of the system to identify the open 
connection or damaged modular length.

•  	Note: If a heat-shrink tube must be removed to 
access a connector, refer to Oversleeve Removal 
Instructions (H54258).

4. 	Check the condition of the sensing cable(s), again 
following the PTB operating instructions. If the sensing 
cables are clean and free of contamination, the current 
measured should be 0 µA. If the reading exceeds 10 µA, 
use the PTB to locate the liquid or contamination and take 
appropriate corrective action.

Method with Ohmmeter

1. Ensure the end termination is connected to the sensing cable. 
If checking several lengths of sensing cable in series (a cable 
string), ensure they are all connected.

2. Connect a Modular Leader Cable (TT-MLC-MC) to the 
sensing cable.

3. Verify that the sensing cable is intact:
• Loop 1: Measure the resistance between the yellow and 

black wires of the leader cable as illustrated.
• Loop 2: Measure the resistance between the red and green 

wires of the leader cable.
The readings should roughly equal a multiple of the length 
of sensing cable:
4.0 times the length of sensing cable (in feet), or 13.1 times 
the length of sensing cable (in meters).
Example:	 4.0	x	50	ft	of	cable		 =	200	Ω	 
	 13.1	x	15	m	of	cable		=	197	Ω

In addition, the resistance of the two loops should be within 
5 percent of each other.
If the cable string is not intact, apply this test procedure 
to individual segments of the system to identify the open 
connection or damaged modular length.

Note: If a heat-shrink tube must be removed to access a 
connector, refer to Oversleeve Removal Instructions (H54258).

4.  	Check the condition of the sensing cable. Measure 
the resistance between the black and green wires of the 
leader cable.
If the reading is below 20 megohms, apply this test procedure 
to individual segments of the system to identify the modular 
sensing cable length(s) affected, locate the damage or 
contamination, and take appropriate corrective action.

End termination

End termination

Testing an
individual
length of
cable

Testing a 
cable string

End 
termination

PTB
TRACETEK
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Testing an
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length of
cable
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cable  string
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termination
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End termination
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Complete System Connections and Layout

A. TT500X-HUV is available in a variety of pre-cut and terminated 
lengths. Each cable has a female metal connector on one 
end and a male metal connector on the opposite end. Cable 
sections plug together like extension cords.

B. (Optional) A branch connector (TT-MBC-MC-TW) is used 
to connect and branch “T” lines. The branch connector 
has one male connector and two female connectors. For 
mapping purposes, the cable connected to the center leg of 
the branch connector will be counted first, then the distance 
measurements will continue from the second female 
connector and continue along the rest of the system. A dead 
band of 16 ft (5 m) is inserted at the beginning of each branch 
to avoid any location ambiguity.

C. (Optional) It is permissible to have multiple sub-branches as 
needed to fully trace the pipe system.

D. Install an end termination (TT-MET-MC) at the end of the main 
line and each branch line. (Note: A good check on the system 
design and bill of materials is that the total number of end 
terminations installed in the system should equal the number 
of branch connectors plus one).

E. (Optional) Install jumper cables (TT-MJC-xx-MC-BLK) as 
needed if they are to connect sensing cable sections in 
separate areas. Jumper cable is available in various pre-cut 
and terminated lengths and is also available in bulk form 
for long distance runs between the sensor cable and alarm 
module location.

F.  Install a leader cable (TT-MLC-MC-BLK) between the sensor 
cable and the alarm module location. The factory standard 
length of leader cable is 12 ft (4 m). It has a female metal 
connector on one end and four tinned leads on the opposite 
end for connection at the alarm module terminal block. In 
some installations the distance between the alarm module 
and the start of the sensor cable run will be much greater 
than 12 feet. In those cases a simple solution is to purchase 
a jumper cable of sufficient length, then cut off and discard 
the male connector and any extra cable. Bulk jumper cable 
and splicing kits are also available for lengths that exceed the 
longest available standard jumper cable.

G. Use fastening straps to neatly coil and secure any excess 
sensor cable, jumper cable, branch connectors, etc.

Modular end termination
(TT-MET-MC)

TT5000-HUV modular 
sensing cable

Modular branching connector
(TT-MBC-MC-TW)

Modular leader cable
(TT-MLC-MC)

Modular jumper cable
(TT-MJC-xxx-MC)

Note:
•  Drawing not to scale.
•  Not shown: heat-shrinkable tube 
   to cover each connection.

Modular jumper cable
(TT-MJC-xxx-MC)

Modular end termination
(TT-MET-MC)

nVent RAYCHEM
TraceTek alarm 
module (several 
models available;
TTDM-128 alarm 
and locating module 
is shown)

TT5000-HUV modular 
sensing cable
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Manual leak testing

TTC-1

TTC-1 Indications:
LEAK LED Red
CABLE BREAK LED Yellow
Reset Button Red
POWER LED Green

TTSIM-1A Indications:
LEAK Red
CABLE BREAK Yellow
SERVICE Yellow
POWER LED Green  

TTSIM-1A

–
–

TTSIM-2

TTSIM-2 Indications:
LEAK Red
CABLE BREAK Yellow
SERVICE Yellow
POWER LED Green  

TTSIM-1

TTSIM-1 Indications:
LEAK  Red
CABLE BREAK Flashing yellow
SERVICE Flashing yellow
POWER LED Green

CH23 CGN

SUN 12 04 08

TTDM-128 Indications:
LEAK Red
CABLE BREAK Yellow
POWER LED Green
Text message in 4x20 display  

TTDM-128

TRACETEK

TRACETEK

TRACETEK

TRACETEK

Initial Power-up and Test

Connect the cable to the alarm module and test the system.
• Apply power to the TraceTek instrument and look for a 

“Normal” indication.
– On nVent RAYCHEM TraceTek TTC-1,nVent RAYCHEM 

TraceTek TTSIM-1A or TTSIM-2, Normal Condition is 
indicated by a green LED. (On TTSIM-1A and TTSIM-2 the 
green	LED	will	flicker	off	every	5	seconds.)

– On nVent RAYCHEM TraceTek TTSIM-1, Normal Condition is 
indicated	by	a	green	LED	and	a	momentary	flash	of	the	RED	
LED every 5 seconds.

– On TTDM-128 the alpha-numeric display will indicate a 
channel number and display the words SYSTEM NORMAL.

• If the Yellow LED is on in any of these instruments or the words 
“Cable Break” or “Loop Break” is displayed, then the cable 
system must be inspected for loose connections, missing end 
terminations until the cable continuity is established and the 
“Normal” condition is achieved.

• Leak testing can be done with a mapping cap (TT-MAPPING 
CAP-MC) or by bending the sensor cable tightly between 
fingers. The MAPPING CAP simulates a leak at the location 
where it is installed in the system.
– For TTC-1, TTSIM-1, TTSIM-1A and TTSIM-2 a red LED will 

indicate that the simulated LEAK has been detected.
– For TTSIM-2 and TTDM-128 a leak location will be displayed 

in feet or meters (as selected) in addition to the red 
LED indication

• For larger piping systems with TTDM-128 or 
TTSIM-2, the MAPPING CAP should be moved 
sequentially to each accessible connector. Record 
the distance displayed on the as-built drawings. This 
will become the basis for the System Map.

• Create a System Map showing where sensing cables and alarm 
modules have been installed. The System Map will include 
the beginning and end of sensing cables, and location of any 
connections. If using locating alarm modules, the System Map 
should include distance readings at significant landmarks 
(beginning and end of system, changes of direction, branches, 
valves, low points, etc.).

Note: Do not use fuel to test the TT5000-HUV cable. Do not use solvent to 
test the TT5001-HUV cable. The TT500X-HUV cable is not resettable after 
exposure. Leak testing should be done, by bending sensor cable tightly 
between fingers, or with a mapping cap (TT-MAPPING CAP-MC). 
The TT-MAPPING CAP-MC simulates a leak at the location where it is 
installed in the system.
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Symptom Possible Cause and Correction
Green LED not visible on  
TraceTek instrument

System is not powered. Check power wiring. Check circuit breakers that may have been tripped. 
On TTDM-128 check fuse and replace if necessary.

Leak alarm
(TTDM-128 message and red LED)
(TTSIM-1 Red LED ON)

This is an indication of a LEAK event.
For leak locating modules (TTDM-128 and TTSIM-2): Using leak distance indication and System 
Map as a guide, investigate system condition, work to locate and repair leak.
For non-locating modules: Work to locate and repair the leak. (If your system is constructed with 
multiple sensor cable segments, using an end termination (TT-MET-MC) to break the system 
into sections can help in locating the leak. Work outward from the alarm module using the end 
termination to establish a temporary end of the circuit, then sequentially move outward adding 
one cable segment at a time).
TT500X-HUV cannot be reset like other TraceTek cables. Once the cable has been exposed to 
fuel (for TT5000-HUV) or solvent (for TT5001-HUV) it must be replaced. Damaged cable must be 
cut out of the system and replacement cable must be installed using factory standard lengths or 
sections of bulk cable and connector kits.
In the event of a leak, examine the metal connectors on the sensing cable for possible corrosion. 
Also examine the fastening straps and adhesive foam strips for residual contamination. Replace 
any	damaged	components;	thoroughly	clean	up	all	leaked	liquid	to	eliminate	the	risk	of	another	
sensor cable alarm from residual contamination.
Note: When the Service Req’d or SERVICE condition exists (Yellow LED), leak location accuracy 
is reduced for a new leak.

Yellow LED visible on TTC-1, TTSIM-1A,  
TTSIM-2	or	flashing	yellow	LED	on	TTSIM-1

Could be cable break or service indication. Refer to alarm module instructions for 
more information.
For Cable break indication: Check for loose connectors, missing end terminations, broken jumper 
wires or physical damage to the cable. Repair or replace cable if necessary. The TT-MET-MC end 
termination can be used to isolate a damaged section by working outward from the instrument 
using the end termination to establish a temporary end of the circuit then sequentially moving 
outward adding one cable segment at a time.

“SERVICE Req'd” message  
(TTDM-128 Only)

This is an early warning message from the TTDM-128 panel indicating there is current leakage, 
but not yet to the level that constitutes a leak. The TTDM-128 panel may display a location in 
square brackets. If a location is displayed it should be investigated for possible sources of kinks 
or pinches. The square brackets indicate that the leak signal is not strong enough for an accurate 
location calculation, and may include some error.

Red LED fails to turn off after leak is  
repaired, and leak alarm reset attempted

Examine cable for additional damage or leaks.

Leak location seems inaccurate in actual 
leak situation

More than one leak may be present or the cable may be wetted in several locations. If the system is 
monitored by a TTDM-128, check the event history to see if there is an earlier indication of a nearby 
leak or a SERVICE NEEDED message. If necessary use the end termination to break the system 
into smaller segments and work outward to isolate each leak location in multiple leak scenarios.

Leak locations seem inaccurate or 
unstable during mapping tests

Make sure that the simulated leak produced by tightly bending the sensor cable or use of 
TT-MAPPING CAP-MC is kept in place for at least 30 seconds. The location circuitry in the 
instruments require a steady leak location in order to compute an accurate distance. Removing the 
simulated leak too quickly induces a random error.

Troubleshooting
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